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WATER QUALITY TESTING OF WELLSAND TREATMENT FACILITIES
AFTER AN EXTENDED SHUTDOWN PERIOD OF 90 OR MORE DAYS
EXCEPTION: Sampling of GACsisrequired if out of servicefor 7 or more days **

REQUIRED WATER QUALITY TESTING/SAMPLE TIME COLLECTION
e Thefacility must be shut down overnight prior to sample collection.
e Facility should be discharged to waste during sample collection.
e Thewater supplier isrequired to submit all testing resultsto the Nassau County

Department of Health before the facilit

isplaced in service.
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